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SPECIAL NOTE

This American National Standard (ANS) is a national voluntary consensus standard developed under the auspices of the American
Society of Heating, Refrigerating and Air-Conditioning Engineers (ASHRAE). Consensus is defined by the American National Standards
Institute (ANSI), of which ASHRAE is a member and which has approved this standard as an ANS, as “substantial agreement reached
by directly and materially affected interest categories. This signifies the concurrence of more than a simple majority, but not necessarily
unanimity. Consensus requires that all views and objections be considered, and that an effort be made toward their resolution.”
Compliance with this standard is voluntary until and unless a legal jurisdiction makes compliance mandatory through legislation.

ASHRAE obtains consensus through participation of its national and international members, associated societies, and public
review.

ASHRAE Standards are prepared by a Project Committee appointed specifically for the purpose of writing the Standard. The
Project Committee Chair and Vice-Chair must be members of ASHRAE; while other committee members may or may not be ASHRAE
members, all must be technically qualified in the subject area of the Standard. Every effort is made to balance the concerned interests
on all Project Committees. 

The Manager of Standards of ASHRAE should be contacted for:
a. interpretation of the contents of this Standard,
b. participation in the next review of the Standard,
c. offering constructive criticism for improving the Standard, or
d. permission to reprint portions of the Standard.

ASHRAE INDUSTRIAL ADVERTISING POLICY ON STANDARDS
ASHRAE Standards and Guidelines are established to assist industry and the public by offering a uniform method of 

testing for rating purposes, by suggesting safe practices in designing and installing equipment, by providing proper definitions
of this equipment, and by providing other information that may serve to guide the industry. The creation of ASHRAE Standards 
and Guidelines is determined by the need for them, and conformance to them is completely voluntary.

In referring to this Standard or Guideline and in marking of equipment and in advertising, no claim shall be made, either
stated or implied, that the product has been approved by ASHRAE.

DISCLAIMER

ASHRAE uses its best efforts to promulgate Standards and Guidelines for the benefit of the public in light of available
information and accepted industry practices. However, ASHRAE does not guarantee, certify, or assure the safety or
performance of any products, components, or systems tested, installed, or operated in accordance with ASHRAE’s Standards
or Guidelines or that any tests conducted under its Standards or Guidelines will be nonhazardous or free from risk.
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(This foreword is not part of this standard. It is merely
informative and does not contain requirements necessary
for conformance to the standard. It has not been
processed according to the ANSI requirements for a
standard and may contain material that has not been
subject to public review or a consensus process.
Unresolved objectors on informative material are not
offered the right to appeal at ASHRAE or ANSI.)

FOREWORD

The original Standard 90 was published in 1975 and
revised editions were published in 1980, 1989, and 1999 using
the ANSI and ASHRAE periodic maintenance procedures.
Based upon these procedures, the entire standard was publicly
reviewed and published in its entirety each time. As technology
and energy prices began changing more rapidly, however, the
ASHRAE Board of Directors voted in 1999 to place the stan-
dard on continuous maintenance, permitting the standard to
be updated several times each year through the publication of
approved addenda to the standard. Starting with the 2001 edi-
tion, the standard is now published in its entirety in the fall of
every third year. This schedule allows the standard to be sub-
mitted and proposed by the deadline for inclusion or reference
in model building and energy codes. All approved addenda
and errata will be included in the new edition every three
years. This procedure allows users to have some certainty
about when new editions will be published.

This 2007 edition of the standard has several new features
and includes changes resulting from the continuous mainte-
nance proposals from the public. The committee welcomes
suggestions for improving the standard. Users of the standard
are encouraged and invited to use the continuous maintenance
procedure to suggest changes. A form for submittal of a pro-
posed change is included in the back of this standard. The
committee will take formal action on every proposal received.

The project committee is continually considering changes
and proposing addenda for public review. When addenda are
approved, notices will be published on the ASHRAE and
IESNA Web sites. Users are encouraged to sign up for the free
ASHRAE and IESNA Internet Listserv for this standard to
receive notice of all public reviews and approved and pub-
lished addenda and errata.

This edition corrects all known typographical errors in
the 2004 standard. It also includes the content of 31 addenda
that were processed by the committee and approved by the
ASHRAE and IESNA Boards of Directors. For brief descrip-
tions and the publication dates of the addenda to 90.1-2004,
see Appendix F.

1. PURPOSE

The purpose of this standard is to provide minimum
requirements for the energy-efficient design of buildings
except low-rise residential buildings.

2. SCOPE

2.1 This standard provides:

a. minimum energy-efficient requirements for the design
and construction of:

1. new buildings and their systems 
2. new portions of buildings and their systems 
3. new systems and equipment in existing buildings 

b. criteria for determining compliance with these require-
ments.

2.2 The provisions of this standard apply to:

a. the envelope of buildings, provided that the enclosed
spaces are

1. heated by a heating system whose output capacity is
greater than or equal to 10 W/m2 or 

2. cooled by a cooling system whose sensible output
capacity is greater than or equal to 15 W/m2, and 

b. the following systems and equipment used in conjunction
with buildings:

1. heating, ventilating, and air conditioning, 

2. service water heating, 

3. electric power distribution and metering provisions, 

4. electric motors and belt drives, and 

5. lighting.

2.3 The provisions of this standard do not apply to

a. single-family houses, multi-family structures of three sto-
ries or fewer above grade,  manufactured houses (mobile
homes), and  manufactured houses (modular), 

b. buildings that do not use either electricity or fossil fuel, or 
c. equipment and portions of building systems that use

energy primarily to provide for industrial, manufacturing,
or commercial processes.

2.4 Where specifically noted in this standard, certain other
buildings or elements of buildings shall be exempt.

2.5 This standard shall not be used to circumvent any safety,
health, or environmental requirements.

3. DEFINITIONS, ABBREVIATIONS,
AND ACRONYMS

3.1 General. Certain terms, abbreviations, and acronyms
are defined in this section for the purposes of this standard.
These definitions are applicable to all sections of this stan-
dard. Terms that are not defined shall have their ordinarily
accepted meanings within the context in which they are used.
Ordinarily accepted meanings shall be based upon American
standard English language usage as documented in an
unabridged dictionary accepted by the adopting authority.

3.2 Definitions

above-grade wall: see wall. 

access hatch: see door.
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