
CGA V-7—2009 COMPRESSED GAS ASSOCIATION, INC. PAGE iii 

Contents Page 

1 Introduction..................................................................................................................................................... 1 

2 Scope and purpose ........................................................................................................................................ 1 

3 Definitions....................................................................................................................................................... 2 

4 Description of the method .............................................................................................................................. 2 

5 Principles for valve outlet selection ................................................................................................................ 3 

6 Relation of mixture component rating number to valve outlet connection...................................................... 4 

7 Procedure for selecting valve outlet connections when all mixture components are listed in Table 2 ........... 4 

8 Procedure for selecting valve outlet connections when one or more of the mixture components are not 
listed in Table 2 ..................................................................................................................................................... 5 

9 Examples........................................................................................................................................................ 5 

10 References ..................................................................................................................................................... 9 
 
Tables 
 
Table 1—FTSC Numerical Code for gas classification ....................................................................................... 10 
Table 2—List of gases showing FTSC code, mixture component rating number,  and mixture connection 

number................................................................................................................................................. 11 
Table 3—Segregation criteria for oxidizing or flammable mixtures ..................................................................... 16 
Table 4—Gas rating table for mixtures ............................................................................................................... 16 
Table 5—Mixture component rating numbers ..................................................................................................... 18 
Table 6—Valve connection outlets for mixture component rating numbers ........................................................ 18 
 
Appendices 
 
Appendix A—Valve outlet connections for gas mixtures utilizing  high integrity connections (Normative) ......... 19 
Appendix B—Selection flow diagram (Informative) ............................................................................................. 20 
 
 
 
 
 

This is a preview of "CGA V-7-2009". Click here to purchase the full version from the ANSI store.This is a preview of "CGA V-7-2009". Click here to purchase the full version from the ANSI store.This is a preview of "CGA V-7-2009". Click here to purchase the full version from the ANSI store.This is a preview of "CGA V-7-2009". Click here to purchase the full version from the ANSI store.

http://webstore.ansi.org/RecordDetail.aspx?sku=CGA%20V-7-2009&source=preview
https://webstore.ansi.org/RecordDetail.aspx?sku=CGA%20V-7-2009&source=preview
https://webstore.ansi.org/Standards/CGA/CGA2009-1351052&source=preview
https://webstore.ansi.org/Standards/CGA/CGA2009-1351052?source=preview

