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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

HIGH-VOLTAGE TEST TECHNIQUES – 

PARTIAL DISCHARGE MEASUREMENTS 

FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

This consolidated version of the official IEC Standard and its amendment has been prepared 
for user convenience.

IEC 60270 edition 3.1 contains the third edition (2000-12) [documents 42/162/FDIS and 42/165/
RVD] and its corrigendum 1 (2001-10), and its amendment 1 (2015-11) [documents 42/338/FDIS 
and 42/340/RVD].

In this Redline version, a vertical line in the margin shows where the technical content is 
modified by amendment 1. Additions are in green text, deletions are in strikethrough red text. A 
separate Final version with all changes accepted is available in this publication. 
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International Standard IEC 60270 has been prepared by IEC technical committee 42: High-
voltage test techniques.  

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3. 

Annex A forms an integral part of this standard. 

Annexes B, C, D, E, F and G are for information only. 

Terms used throughout this standard which have been defined in clause 3: bold roman type. 

The committee has decided that the contents of the base publication and its amendment will 
remain unchanged until the stability date indicated on the IEC web site under 
"http://webstore.iec.ch" in the data related to the specific publication. At this date, the 
publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct understanding 
of its contents. Users should therefore print this document using a colour printer. 
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HIGH-VOLTAGE TEST TECHNIQUES – 

PARTIAL DISCHARGE MEASUREMENTS 

1 Scope 

This International Standard is applicable to the measurement of partial discharges which 
occur in electrical apparatus, components or systems when tested with alternating voltages up 
to 400 Hz or with direct voltage. 

This standard 

– defines the terms used; 
– defines the quantities to be measured; 
– describes test and measuring circuits which may be used; 
– defines analogue and digital measuring methods required for common applications; 
– specifies methods for calibration and requirements of instruments used for calibration;  
– gives guidance on test procedures;  

– gives some assistance concerning the discrimination of partial discharges from external 
interference. 

The provisions of this standard should be used in the drafting of specifications relating to 
partial discharge measurements for specific power apparatus. It deals with electrical 
measurements of impulsive (short-duration) partial discharges, but reference is also made to 
non-electrical methods primarily used for partial discharge location (see annex F). 

Diagnosis of the behaviour of specific power apparatus can be aided by digital processing of 
partial discharge data (see annex E) and also by non-electrical methods that are primarily 
used for partial discharge location (see annex F). 

This standard is primarily concerned with electrical measurements of partial discharges made 
during tests with alternating voltage, but specific problems which arise when tests are made 
with direct voltage are considered in clause 11. 

The terminology, definitions, basic test circuits and procedures often also apply to tests with 
other frequencies, but special test procedures and measuring system characteristics, which are 
not considered in this standard, may be required. 

Annex A provides normative requirements for performance tests on calibrators. 

2 Normative references 

The following normative documents contain provisions which, through reference in this text, 
constitute provisions of this International Standard. For dated references, subsequent 
amendments to, or revisions of, any of these publications do not apply. However, parties to 
agreements based on this International Standard are encouraged to investigate the possibility 
of applying the most recent editions of the normative documents indicated below. For undated 
references, the latest edition of the normative document referred to applies. Members of IEC 
and ISO maintain registers of currently valid International Standards. 

IEC 60060-1, High-voltage test techniques – Part 1: General definitions and test requirements. 

IEC 60060-2, High-voltage test techniques – Part 2: Measuring systems 
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CISPR 16-1:1993, Specification for radio disturbance and immunity measuring apparatus and 
methods – Part 1: Radio disturbance and immunity measuring apparatus 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 
partial discharge (PD) 
localized electrical discharge that only partially bridges the insulation between conductors and 
which can or can not occur adjacent to a conductor 
NOTE 1 Partial discharges are in general a consequence of local electrical stress concentrations in the 
insulation or on the surface of the insulation. Generally, such discharges appear as pulses having a duration of 
much less than 1 µs. More continuous forms can, however, occur, such as the so-called pulse-less discharges in 
gaseous dielectrics. This kind of discharge will normally not be detected by the measurement methods described in 
this standard. 

NOTE 2 "Corona" is a form of partial discharge that occurs in gaseous media around conductors which are 
remote from solid or liquid insulation. "Corona" should not be used as a general term for all forms of PD. 

NOTE 3 Partial discharges are often accompanied by emission of sound, light, heat, and chemical reactions. 
For further information, see annex F. 

3.2 
partial discharge pulse (PD pulse) 
current or voltage pulse that results from a partial discharge occurring within the object under 
test. The pulse is measured using suitable detector circuits, which have been introduced into 
the test circuit for the purpose of the test 
NOTE A partial discharge which occurs in the test object produces a current pulse. A detector in accordance with 
the provisions of this standard produces a current or a voltage signal at its output, proportional to the charge of the 
current pulse at its input. 

3.3 
quantities related to partial discharge pulses 

3.3.1 
apparent charge q  
of a PD pulse is that charge which, if injected within a very short time between the terminals of 
the test object in a specified test circuit, would give the same reading on the measuring 
instrument as the PD current pulse itself. The apparent charge is usually expressed in 
picocoulombs (pC) 
NOTE The apparent charge is not equal to the amount of charge locally involved at the site of the discharge, 
which cannot be measured directly. 

3.3.2 
pulse repetition rate n 
ratio between the total number of PD pulses recorded in a selected time interval and the 
duration of this time interval 
NOTE In practice, only pulses above a specified magnitude or within a specified range of magnitudes are 
considered. 

3.3.3 
pulse repetition frequency N 
number of partial discharge pulses per second, in the case of equidistant pulses 
NOTE Pulse repetition frequency N is associated with the situation in calibration. 
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COMMISSION ÉLECTROTECHNIQUE INTERNATIONALE 
____________ 

TECHNIQUES DES ESSAIS À HAUTE TENSION – 

MESURES DES DÉCHARGES PARTIELLES 

AVANT-PROPOS 
1) La Commission Electrotechnique Internationale (IEC) est une organisation mondiale de normalisation

composée de l'ensemble des comités électrotechniques nationaux (Comités nationaux de l’IEC). L’IEC a pour
objet de favoriser la coopération internationale pour toutes les questions de normalisation dans les domaines
de l'électricité et de l'électronique. A cet effet, l’IEC – entre autres activités – publie des Normes
internationales, des Spécifications techniques, des Rapports techniques, des Spécifications accessibles au
public (PAS) et des Guides (ci-après dénommés "Publication(s) de l’IEC"). Leur élaboration est confiée à des
comités d'études, aux travaux desquels tout Comité national intéressé par le sujet traité peut participer. Les
organisations internationales, gouvernementales et non gouvernementales, en liaison avec l’IEC, participent
également aux travaux. L’IEC collabore étroitement avec l'Organisation Internationale de Normalisation (ISO),
selon des conditions fixées par accord entre les deux organisations.

2) Les décisions ou accords officiels de l’IEC concernant les questions techniques représentent, dans la mesure
du possible, un accord international sur les sujets étudiés, étant donné que les Comités nationaux de l’IEC
intéressés sont représentés dans chaque comité d’études.

3) Les Publications de l’IEC se présentent sous la forme de recommandations internationales et sont agréées
comme telles par les Comités nationaux de l’IEC. Tous les efforts raisonnables sont entrepris afin que l’IEC
s'assure de l'exactitude du contenu technique de ses publications; l’IEC ne peut pas être tenue responsable de
l'éventuelle mauvaise utilisation ou interprétation qui en est faite par un quelconque utilisateur final.

4) Dans le but d'encourager l'uniformité internationale, les Comités nationaux de l’IEC s'engagent, dans toute la
mesure possible, à appliquer de façon transparente les Publications de l’IEC dans leurs publications nationales
et régionales. Toutes divergences entre toutes Publications de l’IEC et toutes publications nationales ou
régionales correspondantes doivent être indiquées en termes clairs dans ces dernières.

5) L’IEC elle-même ne fournit aucune attestation de conformité. Des organismes de certification indépendants
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6) Tous les utilisateurs doivent s'assurer qu'ils sont en possession de la dernière édition de cette publication.

7) Aucune responsabilité ne doit être imputée à l’IEC, à ses administrateurs, employés, auxiliaires ou
mandataires, y compris ses experts particuliers et les membres de ses comités d'études et des Comités
nationaux de l’IEC, pour tout préjudice causé en cas de dommages corporels et matériels, ou de tout autre
dommage de quelque nature que ce soit, directe ou indirecte, ou pour supporter les coûts (y compris les frais
de justice) et les dépenses découlant de la publication ou de l'utilisation de cette Publication de l’IEC ou de
toute autre Publication de l’IEC, ou au crédit qui lui est accordé.
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Cette version consolidée de la Norme IEC officielle et de son amendement a été préparée pour 
la commodité de l'utilisateur.

L’IEC 60270 édition 3.1 contient la troisième édition (2000-12) [documents 42/162/FDIS et 
42/165/RVD] et son corrigendum 1 (2001-10), et son amendement 1 (2015-11) [documents 
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est modifié par l’amendement 1. Les ajouts sont en vert, les suppressions sont en rouge, 
barrées. Une version Finale avec toutes les modifications acceptées est disponible dans cette 
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La Norme internationale IEC 60270 a été préparée par le comité d'études 42 de l’IEC: 
Techniques des essais à haute tension. 

Cette publication a été rédigée selon les Directives ISO/IEC, Partie 3. 

L’annexe A fait partie intégrante de cette norme.  

Les annexes B, C, D, E, F et G sont citées seulement pour information. 

Les termes définis à l’article 3 et utilisés dans toute cette norme sont en caractères romains 
gras. 

Le comité a décidé que le contenu de la publication de base et de son amendement ne sera 
pas modifié avant la date de stabilité indiquée sur le site web de l’IEC sous 
"http://webstore.iec.ch" dans les données relatives à la publication recherchée. A cette date, 
la publication sera  

• reconduite,

• supprimée,

• remplacée par une édition révisée, ou

• amendée.

IMPORTANT – Le logo "colour inside" qui se trouve sur la page de couverture de cette 
publication  indique qu'elle contient des couleurs qui sont considérées comme utiles à 
une bonne compréhension de son contenu. Les utilisateurs devraient, par conséquent, 
imprimer cette publication en utilisant une imprimante couleur. 
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TECHNIQUES DES ESSAIS À HAUTE TENSION – 

MESURES DES DÉCHARGES PARTIELLES 

1 Domaine d’application 

Cette Norme internationale s’applique à la mesure des décharges partielles qui se 
produisent dans l’appareillage électrique, les composants ou les dispositifs soumis à des 
essais sous tension alternative à fréquence industrielle jusqu’à 400 Hz ou sous tension 
continue. 

Cette norme: 

– définit les termes utilisés; 
– définit les grandeurs à mesurer; 
– décrit les circuits d’essai et de mesure susceptibles d’être utilisés; 
– définit les méthodes de mesure analogiques et numériques nécessaires aux applications 

courantes; 
– spécifie les méthodes d’étalonnage et les exigences relatives aux appareils de mesure 

utilisés pour l’étalonnage; 
– fournit des indications sur les procédures d’essai; 
– donne quelques conseils concernant la séparation des décharges partielles des 

perturbations externes. 

Il convient d’utiliser les recommandations de cette norme dans les projets de spécifications 
relatives à la mesure des décharges partielles pour des appareillages de puissance 
spécifiques. Cette norme traite des mesures électriques des décharges partielles impulsion-
nelles (de courte durée), mais aussi des méthodes non électriques, utilisées principalement 
pour la localisation des décharges partielles, voir annexe F. 

Les diagnostics concernant le comportement d’appareillages spécifiques de puissance 
peuvent être facilités par le traitement numérique de données de décharges partielles (voir 
annexe E), mais aussi par des méthodes non électriques, utilisées principalement pour la 
localisation des décharges partielles (voir annexe F). 

Cette norme concerne d’abord les mesures électriques de décharges partielles effectuées 
lors des essais sans tension alternative, mais les problèmes particuliers susceptibles de se 
produire lors d’essais sous tension continue sont traités dans l’article 11. 

La terminologie, les définitions, les circuits d’essai de base et les procédures sont souvent 
utilisés lors d’essais à d’autres fréquences, mais des procédures d’essai et des 
caractéristiques de systèmes de mesure particulières, qui ne sont pas traitées dans cette 
norme, peuvent être nécessaires. 

L’annexe A donne les exigences normatives relatives aux essais de détermination des 
caractéristiques des dispositifs d’étalonnage. 

2 Références normatives 

Les documents normatifs suivants contiennent des dispositions qui, par suite de la référence 
qui y est faite, constituent des dispositions valables pour la présente Norme internationale. 
Pour les références datées, les amendements ultérieurs ou les révisions de ces publications 
ne s’appliquent pas. Toutefois, les parties prenantes aux accords fondés sur la présente 
Norme internationale sont invitées à rechercher la possibilité d'appliquer les éditions les plus 
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récentes des documents normatifs indiqués ci-après. Pour les références non datées, la 
dernière édition du document normatif en référence s’applique. Les membres de l’IEC et de 
l'ISO possèdent le registre des Normes internationales en vigueur. 

IEC 60060-1, Techniques des essais à haute tension – Première partie: Définitions et 
prescriptions générales relatives aux essais 

IEC 60060-2, Techniques des essais à haute tension – Partie 2: Systèmes de mesure 

CISPR 16-1:1993, Spécifications des méthodes et des appareils de mesure des perturbations 
radioélectriques et de l’immunité – Partie 1: Appareils de mesure des perturbations 
radioélectriques et de l’immunité  

3 Termes et définitions 

Pour les besoins du présent document, les termes et définitions suivants s’appliquent. 

3.1  
décharge partielle (DP)   
une décharge électrique localisée qui court-circuite partiellement l’intervalle isolant séparant 
des conducteurs et qui peut être adjacente ou non à un conducteur 
NOTE 1 En règle générale, les décharges partielles sont une conséquence de concentrations locales de 
contraintes électriques dans l’isolation ou sur la surface de l’isolation. Généralement de telles décharges 
apparaissent sous la forme d’impulsions ayant des durées très inférieures à 1 µs. Toutefois, des décharges à 
caractère plus continu peuvent aussi survenir, par exemple des décharges de faibles intensités (appelées: «pulse-
less») se produisant dans les diélectriques gazeux. Ce type de décharges ne sera normalement pas détecté par 
les méthodes de mesure décrites dans la présente norme. 

NOTE 2 L'«effet couronne» est une forme de décharge partielle qui se produit dans les milieux gazeux autour 
des conducteurs placés loin de toute isolation solide ou liquide. Il convient que ce terme ne soit pas employé 
comme terme général pour désigner n’importe quel type de DP. 

NOTE 3 Les décharges partielles sont souvent accompagnées d’une émission sonore, de lumière et de chaleur 
ainsi que de réactions chimiques. Pour obtenir d’autres informations, voir l’annexe F. 

3.2  
impulsion de décharge partielle (impulsion de la DP) 
une impulsion de courant ou de tension qui résulte d’une décharge partielle se produisant 
dans l’objet en l’essai. L’impulsion est mesurée avec des circuits de détection adéquats 
placés à cet effet dans le circuit d’essai 
NOTE Une décharge partielle qui se produit dans l’objet en essai génère une impulsion de courant. Un détecteur 
conforme aux prescriptions de la présente norme fournira en sortie un signal en courant ou en tension 
proportionnel à la charge de l’impulsion de courant à son entrée. 

3.3  
grandeurs relatives aux impulsions de décharges partielles 

3.3.1 
charge apparente q 
d’une impulsion de DP qui, si elle était injectée en un temps très court entre les bornes de 
l’objet en essai placé dans un circuit d’essai spécifié, donnerait la même lecture sur le 
dispositif de mesure que l’impulsion de DP elle-même. La charge apparente est habituel-
lement exprimée en picocoulombs (pC) 
NOTE La charge apparente n’est pas égale à la valeur de la charge mise en jeu à l’endroit où la décharge se 
produit, valeur qui ne peut être mesurée directement. 

3.3.2 
taux de répétition des impulsions n 
le rapport entre le nombre total d’impulsions de DP enregistrées pendant un intervalle de 
temps choisi et la durée de cet intervalle. 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

HIGH-VOLTAGE TEST TECHNIQUES – 

PARTIAL DISCHARGE MEASUREMENTS 

FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

This consolidated version of the official IEC Standard and its amendment has been prepared 
for user convenience.

IEC 60270 edition 3.1 contains the third edition (2000-12) [documents 42/162/FDIS and 42/165/
RVD] and its corrigendum 1 (2001-10), and its amendment 1 (2015-11) [documents 42/338/FDIS 
and 42/340/RVD].

This Final version does not show where the technical content is modified by amendment 1. A 
separate Redline version with all changes highlighted is available in this publication.
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International Standard IEC 60270 has been prepared by IEC technical committee 42: High-
voltage test techniques.  

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3. 

Annex A forms an integral part of this standard. 

Annexes B, C, D, E, F and G are for information only. 

Terms used throughout this standard which have been defined in clause 3: bold roman type. 

The committee has decided that the contents of the base publication and its amendment will 
remain unchanged until the stability date indicated on the IEC web site under 
"http://webstore.iec.ch" in the data related to the specific publication. At this date, the 
publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct understanding 
of its contents. Users should therefore print this document using a colour printer. 
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HIGH-VOLTAGE TEST TECHNIQUES – 

PARTIAL DISCHARGE MEASUREMENTS 

1 Scope 

This International Standard is applicable to the measurement of partial discharges which 
occur in electrical apparatus, components or systems when tested with alternating voltages up 
to 400 Hz or with direct voltage. 

This standard 

– defines the terms used; 
– defines the quantities to be measured; 
– describes test and measuring circuits which may be used; 
– defines analogue and digital measuring methods required for common applications; 
– specifies methods for calibration and requirements of instruments used for calibration;  
– gives guidance on test procedures;  

– gives some assistance concerning the discrimination of partial discharges from external 
interference. 

The provisions of this standard should be used in the drafting of specifications relating to 
partial discharge measurements for specific power apparatus. It deals with electrical 
measurements of impulsive (short-duration) partial discharges, but reference is also made to 
non-electrical methods primarily used for partial discharge location (see annex F). 

Diagnosis of the behaviour of specific power apparatus can be aided by digital processing of 
partial discharge data (see annex E) and also by non-electrical methods that are primarily 
used for partial discharge location (see annex F). 

This standard is primarily concerned with electrical measurements of partial discharges made 
during tests with alternating voltage, but specific problems which arise when tests are made 
with direct voltage are considered in clause 11. 

The terminology, definitions, basic test circuits and procedures often also apply to tests with 
other frequencies, but special test procedures and measuring system characteristics, which are 
not considered in this standard, may be required. 

Annex A provides normative requirements for performance tests on calibrators. 

2 Normative references 

The following normative documents contain provisions which, through reference in this text, 
constitute provisions of this International Standard. For dated references, subsequent 
amendments to, or revisions of, any of these publications do not apply. However, parties to 
agreements based on this International Standard are encouraged to investigate the possibility 
of applying the most recent editions of the normative documents indicated below. For undated 
references, the latest edition of the normative document referred to applies. Members of IEC 
and ISO maintain registers of currently valid International Standards. 

IEC 60060-1, High-voltage test techniques – Part 1: General definitions and test requirements. 

IEC 60060-2, High-voltage test techniques – Part 2: Measuring systems 
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CISPR 16-1:1993, Specification for radio disturbance and immunity measuring apparatus and 
methods – Part 1: Radio disturbance and immunity measuring apparatus 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 
partial discharge (PD) 
localized electrical discharge that only partially bridges the insulation between conductors and 
which can or can not occur adjacent to a conductor 
NOTE 1 Partial discharges are in general a consequence of local electrical stress concentrations in the 
insulation or on the surface of the insulation. Generally, such discharges appear as pulses having a duration of 
much less than 1 µs. More continuous forms can, however, occur, such as the so-called pulse-less discharges in 
gaseous dielectrics. This kind of discharge will normally not be detected by the measurement methods described in 
this standard. 

NOTE 2 "Corona" is a form of partial discharge that occurs in gaseous media around conductors which are 
remote from solid or liquid insulation. "Corona" should not be used as a general term for all forms of PD. 

NOTE 3 Partial discharges are often accompanied by emission of sound, light, heat, and chemical reactions. 
For further information, see annex F. 

3.2 
partial discharge pulse (PD pulse) 
current or voltage pulse that results from a partial discharge occurring within the object under 
test. The pulse is measured using suitable detector circuits, which have been introduced into 
the test circuit for the purpose of the test 
NOTE A partial discharge which occurs in the test object produces a current pulse. A detector in accordance with 
the provisions of this standard produces a current or a voltage signal at its output, proportional to the charge of the 
current pulse at its input. 

3.3 
quantities related to partial discharge pulses 

3.3.1 
apparent charge q  
of a PD pulse is that charge which, if injected within a very short time between the terminals of 
the test object in a specified test circuit, would give the same reading on the measuring 
instrument as the PD current pulse itself. The apparent charge is usually expressed in 
picocoulombs (pC) 
NOTE The apparent charge is not equal to the amount of charge locally involved at the site of the discharge, 
which cannot be measured directly. 

3.3.2 
pulse repetition rate n 
ratio between the total number of PD pulses recorded in a selected time interval and the 
duration of this time interval 
NOTE In practice, only pulses above a specified magnitude or within a specified range of magnitudes are 
considered. 

3.3.3 
pulse repetition frequency N 
number of partial discharge pulses per second, in the case of equidistant pulses 
NOTE Pulse repetition frequency N is associated with the situation in calibration. 



 – 60 – IEC 60270:2000+AMD1:2015 CSV 
© IEC 2015 

SOMMAIRE 

AVANT-PROPOS ....................................................................................................................... 63 

1 Domaine d’application ......................................................................................................... 65 

2 Références normatives ........................................................................................................ 65 

3 Termes et définitions ........................................................................................................... 66 
4 Circuits d’essai et systèmes de mesure ............................................................................... 71 

4.1 Prescriptions générales ............................................................................................. 71 
4.2 Circuits d’essai pour tension alternative ..................................................................... 71 
4.3 Systèmes de mesure de charge apparente ................................................................ 72 

4.3.1 Généralités .................................................................................................... 72 
4.3.2 Dispositif de couplage ................................................................................... 72 
4.3.3 Réponse des appareils de mesure de la charge apparente  

à un train d’impulsions ................................................................................... 72 
4.3.4 Appareils de mesure de DP à large bande ..................................................... 73 
4.3.5 Appareils de mesure de DP à large bande avec intégrateur actif ................... 73 
4.3.6 Appareils de mesure de DP à bande étroite ................................................... 74 

4.4 Prescriptions pour les mesures effectuées avec des appareils numériques de DP ..... 74 
4.4.1 Prescriptions pour la mesure de la charge apparente q .................................. 74 
4.4.2 Exigences pour la mesure de la phase et de l’amplitude de la tension d’essai 75 

4.5 Systèmes de mesure pour les grandeurs dérivées ..................................................... 75 
4.5.1 Dispositifs de couplage .................................................................................. 75 
4.5.2 Appareils de mesure du taux de répétition des impulsions n .......................... 75 
4.5.3 Appareils de mesure du courant de décharge moyen I ................................... 75 
4.5.4 Appareils de mesure de la puissance de décharge P ..................................... 75 
4.5.5 Appareils de mesure du débit quadratique D ................................................. 76 
4.5.6 Appareils de mesure de la tension de perturbation radioélectrique ................. 76 

4.6 Appareils à bande passante ultra large pour la détection des DP ............................... 76 
5 Etalonnage d’un système de mesure dans le circuit d’essai complet .................................... 76 

5.1 Généralités ................................................................................................................ 76 
5.2 Procédure d’étalonnage ............................................................................................. 77 

6 Dispositifs d’étalonnage ...................................................................................................... 77 

6.1 Généralités ................................................................................................................ 77 
6.2 Dispositif d’étalonnage pour étalonnage du système de mesure dans  

le circuit  d’essai complet ........................................................................................... 79 
6.3 Dispositifs d’étalonnage pour essais de détermination des caractéristiques  

des systèmes de mesure ........................................................................................... 79 
7 Maintien des caractéristiques des dispositifs d’étalonnage et des systèmes de mesure ....... 79 

7.1 Echéancier des essais ............................................................................................... 80 
7.2 Maintien des caractéristiques des dispositifs d’étalonnage ......................................... 80 

7.2.1 Essais de type des dispositifs d’étalonnage ................................................... 80 
7.2.2 Essais de routine des dispositifs d’étalonnage ............................................... 80 
7.2.3 Essais de détermination des caractéristiques des dispositifs d’étalonnage ..... 80 
7.2.4 Essais de contrôle des caractéristiques des dispositifs d’étalonnage ............. 80 
7.2.5 Recueil de caractéristiques ............................................................................ 81 

7.3 Maintien des caractéristiques des systèmes de mesure ............................................. 81 
7.3.1 Essais de type des systèmes de mesure de DP ............................................. 81 
7.3.2 Essais de routine des systèmes de mesure ................................................... 82 



IEC 60270:2000+AMD1:2015 CSV – 61 –  
© IEC 2015 

 

7.3.3 Essais de détermination des caractéristiques des systèmes de mesures ....... 82 
7.3.4 Contrôle des caractéristiques des systèmes de mesures ............................... 82 
7.3.5 Contrôle des possibilités supplémentaires des systèmes de mesures 

numériques ................................................................................................... 83 
7.3.6 Recueil de caractéristiques ............................................................................ 84 

8 Essais ................................................................................................................................. 84 
8.1 Prescriptions générales ............................................................................................. 84 
8.2 Conditionnement de l’objet en essai ........................................................................... 84 
8.3 Choix des procédures d’essai .................................................................................... 85 

8.3.1 Détermination des tensions d’apparition et d’extinction  
des décharges partielles ................................................................................ 85 

8.3.2 Détermination de l’amplitude des décharges partielles à  
une tension d’essai spécifiée .......................................................................... 85 

9 Incertitude de mesure et sensibilité ..................................................................................... 86 

10 Perturbations ....................................................................................................................... 86 

11 Mesures de décharges partielles lors d’essais sous tension continue .................................. 87 

11.1 Généralités ................................................................................................................ 87 
11.2 Grandeurs relatives aux DP ....................................................................................... 87 
11.3 Tensions relatives aux décharges partielles ............................................................... 88 

11.3.1 Tensions d'apparition et d'extinction des décharges....................................... 88 
11.3.2 Tension d'essai de décharges partielles ........................................................ 88 

11.4 Circuits d'essai et dispositifs de mesure ..................................................................... 88 
11.5 Essais ........................................................................................................................ 88 

11.5.1 Choix des procédures d'essai ........................................................................ 88 
11.5.2 Perturbations ................................................................................................. 89 

Annexe A (normative)  Essai de détermination des caractéristiques d’un dispositif  
d'étalonnage .............................................................................................................................. 95 

Annexe B (informative)  Circuits d'essai .................................................................................... 100 

Annexe C (informative)  Mesures sur des câbles, postes à enveloppe métallique,  
condensateurs de puissance et objets en essai comprenant des enroulements ......................... 102 

Annexe D (informative)  Utilisation de mesureurs de perturbations (interférences)  
radioélectriques pour la détection des décharges partielles ....................................................... 103 

Annexe E (informative)   Appareils de mesure de DP ................................................................ 105 

Annexe F (informative)  Méthodes non électriques de détection de DP ..................................... 111 
Annexe G (informative)  Perturbations ...................................................................................... 112 

Annexe H (informative)  Évaluation des résultats d'essai de DP lors des essais en  
tension continue........................................................................................................................ 115 

Bibliographie ............................................................................................................................. 117 

 

Figure 1 – Circuits d'essai fondamentaux pour la mesure des décharges partielles .................... 90 
Figure 2 – Circuit d'essai pour une mesure faite à la prise d'une traversée ................................. 91 

Figure 3 – Circuit d'essai pour des objets auto-excités ............................................................... 91 

Figure 4 – Connexions pour l'étalonnage du montage d'essai complet ....................................... 93 

Figure 5 – Relation correcte entre l’amplitude et la fréquence pour minimiser l’erreur  
d’intégration pour un système de mesure à large bande ............................................................. 93 

Figure 6 – Paramètres d'un échelon de tension d'un dispositif d'étalonnage ............................... 94 



 – 62 – IEC 60270:2000+AMD1:2015 CSV 
© IEC 2015 

Figure A.1 – Etalonnage des calibreurs d'impulsions .................................................................. 97 

Figure A.2 – Montage pour les essais de performance des dispositifs d'étalonnage utilisant 
l'intégration numérique ............................................................................................................... 98 

Figure A.3 – Montage pour les essais de performance des dispositifs d'étalonnage  
utilisant la méthode de l'échelon de tension ............................................................................... 99 
Figure A.4 – Impact de la résistance en série Rs sur la réponse de l’échelon de tension 
apparaissant aux bornes de Cm utilisant le circuit de la Figure A.3, lorsque l’oscilloscope  
a été connecté au dispositif d’étalonnage via un  câble de mesure de 50 𝛀 de 1 m de long ........ 99 
Figure D.1 – Variation de la lecture f(N) du mesureur de perturbations radioélectriques  
du CISPR avec la fréquence de répétition N, pour des impulsions constantes ........................... 104 

Figure E.1 – Signaux de tension de sortie Uout de deux dispositifs de mesure  différents  
pour la charge apparente (double impulsion) ............................................................................. 107 

Figure E.2 – Schéma fonctionnel d'un appareil de mesure de DP analogique  
équipé d’un intégrateur électronique ......................................................................................... 108 

Figure E.3 – Schéma fonctionnel d'un appareil de mesure de DP numérique ............................ 109 

Figure E.4 – Exemple de motif de DP résolu en phase .............................................................. 110 
Figure H.1 – Modes d'affichage des impulsions apparentes en fonction du temps  
de mesure................................................................................................................................. 115 
Figure H.2 – Histogrammes du nombre m d'impulsions de DP en fonction   
des intervalles de charge apparente .......................................................................................... 116 

 

Tableau 1 – Réponse des appareils de mesure de DP à un train d’impulsions ........................... 73 
Tableau 2 – Essais demandés pour les dispositifs d’étalonnage ................................................. 81 

Tableau 3 – Essais nécessaires pour les systèmes de mesure .................................................. 83 

 

 



IEC 60270:2000+AMD1:2015 CSV – 63 –
© IEC 2015 

COMMISSION ÉLECTROTECHNIQUE INTERNATIONALE 
____________ 

TECHNIQUES DES ESSAIS À HAUTE TENSION – 
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1) La Commission Electrotechnique Internationale (IEC) est une organisation mondiale de normalisation
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intéressés sont représentés dans chaque comité d’études.
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TECHNIQUES DES ESSAIS À HAUTE TENSION – 

MESURES DES DÉCHARGES PARTIELLES 

1 Domaine d’application 

Cette Norme internationale s’applique à la mesure des décharges partielles qui se 
produisent dans l’appareillage électrique, les composants ou les dispositifs soumis à des 
essais sous tension alternative à fréquence industrielle jusqu’à 400 Hz ou sous tension 
continue. 

Cette norme: 

– définit les termes utilisés; 
– définit les grandeurs à mesurer; 
– décrit les circuits d’essai et de mesure susceptibles d’être utilisés; 
– définit les méthodes de mesure analogiques et numériques nécessaires aux applications 

courantes; 
– spécifie les méthodes d’étalonnage et les exigences relatives aux appareils de mesure 

utilisés pour l’étalonnage; 
– fournit des indications sur les procédures d’essai; 
– donne quelques conseils concernant la séparation des décharges partielles des 

perturbations externes. 

Il convient d’utiliser les recommandations de cette norme dans les projets de spécifications 
relatives à la mesure des décharges partielles pour des appareillages de puissance 
spécifiques. Cette norme traite des mesures électriques des décharges partielles impulsion-
nelles (de courte durée), mais aussi des méthodes non électriques, utilisées principalement 
pour la localisation des décharges partielles, voir annexe F. 

Les diagnostics concernant le comportement d’appareillages spécifiques de puissance 
peuvent être facilités par le traitement numérique de données de décharges partielles (voir 
annexe E), mais aussi par des méthodes non électriques, utilisées principalement pour la 
localisation des décharges partielles (voir annexe F). 

Cette norme concerne d’abord les mesures électriques de décharges partielles effectuées 
lors des essais sans tension alternative, mais les problèmes particuliers susceptibles de se 
produire lors d’essais sous tension continue sont traités dans l’article 11. 

La terminologie, les définitions, les circuits d’essai de base et les procédures sont souvent 
utilisés lors d’essais à d’autres fréquences, mais des procédures d’essai et des 
caractéristiques de systèmes de mesure particulières, qui ne sont pas traitées dans cette 
norme, peuvent être nécessaires. 

L’annexe A donne les exigences normatives relatives aux essais de détermination des 
caractéristiques des dispositifs d’étalonnage. 

2 Références normatives 

Les documents normatifs suivants contiennent des dispositions qui, par suite de la référence 
qui y est faite, constituent des dispositions valables pour la présente Norme internationale. 
Pour les références datées, les amendements ultérieurs ou les révisions de ces publications 
ne s’appliquent pas. Toutefois, les parties prenantes aux accords fondés sur la présente 
Norme internationale sont invitées à rechercher la possibilité d'appliquer les éditions les plus 
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récentes des documents normatifs indiqués ci-après. Pour les références non datées, la 
dernière édition du document normatif en référence s’applique. Les membres de l’IEC et de 
l'ISO possèdent le registre des Normes internationales en vigueur. 

IEC 60060-1, Techniques des essais à haute tension – Première partie: Définitions et 
prescriptions générales relatives aux essais 

IEC 60060-2, Techniques des essais à haute tension – Partie 2: Systèmes de mesure 

CISPR 16-1:1993, Spécifications des méthodes et des appareils de mesure des perturbations 
radioélectriques et de l’immunité – Partie 1: Appareils de mesure des perturbations 
radioélectriques et de l’immunité  

3 Termes et définitions 

Pour les besoins du présent document, les termes et définitions suivants s’appliquent. 

3.1  
décharge partielle (DP)   
une décharge électrique localisée qui court-circuite partiellement l’intervalle isolant séparant 
des conducteurs et qui peut être adjacente ou non à un conducteur 
NOTE 1 En règle générale, les décharges partielles sont une conséquence de concentrations locales de 
contraintes électriques dans l’isolation ou sur la surface de l’isolation. Généralement de telles décharges 
apparaissent sous la forme d’impulsions ayant des durées très inférieures à 1 µs. Toutefois, des décharges à 
caractère plus continu peuvent aussi survenir, par exemple des décharges de faibles intensités (appelées: «pulse-
less») se produisant dans les diélectriques gazeux. Ce type de décharges ne sera normalement pas détecté par 
les méthodes de mesure décrites dans la présente norme. 

NOTE 2 L'«effet couronne» est une forme de décharge partielle qui se produit dans les milieux gazeux autour 
des conducteurs placés loin de toute isolation solide ou liquide. Il convient que ce terme ne soit pas employé 
comme terme général pour désigner n’importe quel type de DP. 

NOTE 3 Les décharges partielles sont souvent accompagnées d’une émission sonore, de lumière et de chaleur 
ainsi que de réactions chimiques. Pour obtenir d’autres informations, voir l’annexe F. 

3.2  
impulsion de décharge partielle (impulsion de la DP) 
une impulsion de courant ou de tension qui résulte d’une décharge partielle se produisant 
dans l’objet en l’essai. L’impulsion est mesurée avec des circuits de détection adéquats 
placés à cet effet dans le circuit d’essai 
NOTE Une décharge partielle qui se produit dans l’objet en essai génère une impulsion de courant. Un détecteur 
conforme aux prescriptions de la présente norme fournira en sortie un signal en courant ou en tension 
proportionnel à la charge de l’impulsion de courant à son entrée. 

3.3  
grandeurs relatives aux impulsions de décharges partielles 

3.3.1 
charge apparente q 
d’une impulsion de DP qui, si elle était injectée en un temps très court entre les bornes de 
l’objet en essai placé dans un circuit d’essai spécifié, donnerait la même lecture sur le 
dispositif de mesure que l’impulsion de DP elle-même. La charge apparente est habituel-
lement exprimée en picocoulombs (pC) 
NOTE La charge apparente n’est pas égale à la valeur de la charge mise en jeu à l’endroit où la décharge se 
produit, valeur qui ne peut être mesurée directement. 

3.3.2 
taux de répétition des impulsions n 
le rapport entre le nombre total d’impulsions de DP enregistrées pendant un intervalle de 
temps choisi et la durée de cet intervalle. 
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