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(This foreword is not a part of the standard)

Foreword

National Electrical Installation Standards™ are
designed to improve communication among speci-
fiers, purchasers, and suppliers of electrical construc-
tion services. They define a minimum baseline of
quality and workmanship for installing electrical
products and systems. NEIS™ are intended to be ref-
erenced in contract documents for electrical con-
struction projects. The following language is recom-
mended:

Fire alarm systems shall be installed, tested and
maintained in accordance with the requirements
of NECA 305-2010, Standard for Fire Alarm
System Job Practices (ANSI).

Use of NEIS™ is voluntary, and the National Electrical
Contractors Association assumes no obligation or lia-
bility to users of this publication. Existence of a stan-
dard shall not preclude any member or non-member
of NECA from specifying or using alternate construc-
tion methods permitted by applicable regulations.

Everything in this publication is intended to comply
with the editions of the National Fire Alarm Code”
and the National Electrical Code® (NEC) in effect at
the time of publication. NEIS™ are not intended to
duplicate the safety requirements of these codes or to
establish regulatory requirements for electrical con-
struction. It is the responsibility of users of this stan-
dard to comply with state and local electrical codes
when installing electrical products and systems.

This standard was developed by the National
Electrical Contractors Association (NECA).

Suggestions for revisions and improvements to this
standard are welcome. They should be addressed to:

NECA Codes and Standards
3 Bethesda Metro Center, Suite 1100
Bethesda, MD 20814
(301) 215-4521 Telephone
(301) 215-4500 Fax
www.neca-neis.org
neis@necanet.org

To purchase National Electrical Installation Standards,
contact the NECA Order Desk at (301) 215-4504 tel,
(301) 215-4500 fax, or orderdesk@necanet.org. NEIS
can also be purchased in .pdf download format from
www.neca-neis.org/standards.

Copyright© 2010, National Electrical Contractors
Association. All rights reserved. Unauthorized repro-
duction prohibited.

National Electrical Installation Standards and NEIS are
trademarks of the National Electrical Contractors
Association. National Fire Alarm Code, National Electrical
Code and NEC are registered trademarks of the National
Fire Protection Association, Quincy, Massachusetts.

Cover image courtesy of Simplex Grinnell.
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1. Scope

This standard describes practices for installing, test-
ing, and maintaining fire alarm systems. These job
practices represent a minimum level of quality for fire
alarm system installations. This standard is intended
to define what is meant by installing equipment in a
"neat and workmanlike manner" as required by the
National Electrical Code®, Article 760.

All information in this publication is intended to
comply with the following standards. Installers
should always follow NFPA 72@®, National Fire Alarm
Code®; NFPA 70™, National Electrical Code®
(NEC®); applicable state and local codes; and manu-
facturers' instructions when installing fire alarm
equipment and systems.

Note: All references in this standard are to NFPA 72-
2007 and NFPA 70-2008.

1.1 Fire Alarm System Overview

The NFPA definition of a fire alarm system is: “A sys-
tem or portion of a system consisting of components and
circuits arranged to monitor and annunciate the status
of fire alarm or supervisory signal initiating devices and
fo initiate appropriate response to those signals.” In
order to meet the intent of the definition, all fire alarm
system installations must conform to National Fire
Alarm Code, NFPA 72 requirements. All system com-
ponents must be listed for use in a fire alarm system.
Additionally, the system must meet local codes and be
approved by the authority having jurisdiction(s).

Simply put, a fire alarm system detects fire condi-
tions, notifies building occupants and emergency
response personnel, and provides control functions
(elevators, fans, dampers, etc.). However, there is a
major difference between fire alarm systems and
most other electrical systems.

A fire alarm system monitors field wiring and key
system components for operational readiness. In a
typical electrical system, a broken wire goes unno-
ticed until a switch is turned on or a thermostat calls
for heat or cooling. The fire alarm system monitors
for broken wires, shorted wires, grounded wires, and
failure of key components. Each of these faults gen-
erates a visible and audible trouble signal. The
required fire alarm system functionality makes prop-
er installation of the field wiring critical to the suc-
cessful completion and operation of the system.

Fire alarm systems interconnect with other systems
for the purpose of providing control signals during a
fire emergency. It is sometimes difficult to determine
where the fire alarm system stops and other systems
start. If a fire alarm system controls and powers the
“other system,” the “other system” is part of the fire
alarm system. Example: A fire alarm system can con-
trol and power a smoke control system making it
part of the fire alarm system. Or, a fire alarm system
can provide signals (e.g., relay contacts) to a sepa-
rately listed smoke control system, which has its own
power source: This “other system” is not part of the
fire alarm system. The wiring requirements for the
“other system” are covered by the NEC, but not cov-
ered by Article 760. The following Section from the
NEC provides guidance.

“760.1 Scope.

This article covers the installation of wiring and equip-
ment of fire alarm systems including all circuits con-
trolled and powered by the fire alarm system.

EPN No. 1: Fire alarm systems include fire detection
and alarm notification, guard’s tour, sprinkler water-
flow, and sprinkler supervisory systems. Circuits con-
trolled and powered by the fire alarm system include
circuits for the control of building systems safety func-
tions, elevator capture, elevator shutdown, door release,
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