Chapter 1 Administration

1.1 Scope.
1.2 Purpose.
1.3 Retroactivity.
1.4 Equivalency.

Chapter 2 Referenced Publications

2.1 General.
2.2 NFPA Publications.
2.3 Other Publications.
2.4 References for Extracts in Mandatory Sections.

Chapter 3 Definitions

3.1 General.
3.2 NFPA Official Definitions.
3.3 General Definitions.

Chapter 4 General Requirements

4.1 General Limitations.
4.2 Listed and Labeled Products.
4.3 Classifications and Types of Doors.
4.4 Glazing Material in Fire Doors.
4.6 Classification of Hardware for Fire Doors.
4.8 Supporting Construction.

Chapter 5 Inspection, Testing, and Maintenance

5.1 General.
5.2 Inspection and Testing.
5.3 Retrofit Operators.
5.4 Performance-Based Option.
5.5 Maintenance.

Chapter 6 Swinging Doors with Builders Hardware

6.1 Doors.
6.2 Supporting Construction.
6.3 Openings.
6.4 Assembly Components.
6.5 Application, Installation, and Adjustment.

Chapter 7 Swinging Doors with Fire Door Hardware

7.1 Doors.
7.2 Supporting Construction.
7.3 Openings.
7.4 Assembly Components.
Chapter 8 Horizontally Sliding Doors

8.1 Doors.
8.2 Supporting Construction.
8.3 Openings. (Reserved)
8.4 Assembly Components.

Chapter 9 Special-Purpose Horizontally Sliding Accordion or Folding Doors

9.1 Doors.
9.2 Supporting Construction.
9.3 Clearances Around Openings.
9.4 Assembly Components.

Chapter 10 Vertically Sliding Fire Doors

10.1 Doors.
10.2 Supporting Construction.
10.3 Clearances.
10.4 Assembly Components.

Chapter 11 Rolling Steel Doors

11.1 Doors.
11.2 Supporting Construction.
11.3 Openings.
11.4 Assembly Components.
11.5 Weather Protection.

Chapter 12 Fire Shutters

12.1 Types.
12.2 Requirements.
12.3 Weather Protection.

Chapter 13 Service Counter Fire Doors

13.1 Doors.
13.2 Supporting Construction.
13.3 Counters.
13.4 Automatic Closing.

Chapter 14 Hoistway Doors for Elevators and Dumbwaiters

14.1 Doors.
14.2 Types of Doors.
14.3 Hoistway Door Vision Panels.
14.4 Door Operation.

Chapter 15 Chute Doors

15.1 Chute Discharge Doors.
15.2 Chute Intake Doors.
15.3 Limited-Access Gravity Chutes.
15.4 Pneumatic Chute Intake Doors.
Chapter 16 Access Doors

16.1 Doors.
16.2 Types of Doors.

Chapter 17 Fire Windows

17.1 Windows.
17.2 Glazing Material.
17.3 Types of Windows.
17.4 Installation.
17.5 Closing Devices.

Chapter 18 Glass Block Assemblies

18.1 General.
18.2 Installation.

Chapter 19 Installation, Testing, and Maintenance of Fire Dampers

19.1 General.
19.2 Installation.
19.3 Operational Test.
19.4 Acceptance Testing.
19.5 Periodic Testing.
19.6 Maintenance.
19.7 Field Modifications.

Chapter 20 Fabric Fire Safety Curtains

20.1 General.
20.2 Fabric Fire Safety Curtain Components.
20.3 Installation.
20.4 Fire Safety Curtain Assemblies.
20.5 Supporting Construction.
20.6 Rigging and Lifting Equipment.
20.7 Operation of the Fire Safety Curtain Assembly.
20.8 Acceptance Testing.
20.9 Care and Maintenance.

Chapter 21 Fire Protective Curtain Assemblies

21.1 General.
21.2 Mounting of Fire Protective Curtain Assemblies.
21.3 Assembly Components.
21.4 Power Operators.
21.5 Installation.
21.6 Inspection, Testing, and Maintenance.
21.7 Acceptance Testing.
21.8 Closing Devices.
21.9 Periodic Inspection and Testing.
21.10 Maintenance.

Annex A Explanatory Material
Annex B Fire Doors: Protection of Conveyor Openings