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Disclaimers1 
 
NSF, in performing its functions in accordance with its objectives, does not assume or undertake to discharge 
any responsibility of the manufacturer or any other party. The opinions and findings of NSF represent its 
professional judgment. NSF shall not be responsible to anyone for the use of or reliance upon this Standard by 
anyone. NSF shall not incur any obligation or liability for damages, including consequential damages, arising 
out of or in connection with the use, interpretation of, or reliance upon this Standard. 
 
NSF Standards provide basic criteria to promote sanitation and protection of the public health. Provisions for 
mechanical and electrical safety have not been included in this Standard because governmental agencies or 
other national standards-setting organizations provide safety requirements.  
 
Participation in NSF Standards development activities by regulatory agency representatives (federal, local, 
state) shall not constitute their agency's endorsement of NSF or any of its Standards. 
 
Preference is given to the use of performance criteria measurable by examination or testing in NSF Standards 
development when such performance criteria may reasonably be used in lieu of design, materials, or 
construction criteria. 
 
The illustrations, if provided, are intended to assist in understanding their adjacent standard requirements. 
However, the illustrations may not include all requirements for a specific product or unit, nor do they show the 
only method of fabricating such arrangements. Such partial drawings shall not be used to justify improper or 
incomplete design and construction. 
 
Unless otherwise referenced, the annexes are not considered an integral part of NSF Standards. The annexes 
are provided as general guidelines to the manufacturer, regulatory agency, user, or certifying organization. 
 
 

                                                      
1 The information contained in this Disclaimer is not part of this American National Standard (ANS) and has not been 
processed in accordance with ANSI’s requirements for an ANS. Therefore, this Disclaimer may contain material that has 
not been subjected to public review or a consensus process. In addition, it does not contain requirements necessary for 
conformance to the Standard. 
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Foreword2 
 
The purpose of this Standard is to establish minimum public health and sanitation requirements for the 
materials, design, construction, and performance of air curtains for entranceways in food and food service 
establishments. 
 
This Standard uses inch-pound units as the primary units with equivalent decimal and SI (metric) conversions 
provided in parentheses. The Joint Committee carried a motion that this convention be adopted in future 
revisions to this Standard.  
 

Issue 6 
 
Additions and revisions to sections three (definitions) and six (performance) were made. 
 
This Standard was developed by the NSF Joint Committee on Food Equipment using the consensus process 
described by the American National Standards Institute. 
 
Suggestions for improvement of this Standard are welcome. This Standard is maintained on a Continuous 
Maintenance schedule and can be opened for comment at any time. Comments should be sent to Chair, Joint 
Committee on Food Equipment at standards@nsf.org, or c/o NSF International, Standards Department, P.O. 
Box 130140, Ann Arbor, Michigan, 48113-0140, USA. 

 

                                                      
2 The information contained in this Foreword is not part of this American National Standard (ANS) and has not been 
processed in accordance with ANSI’s requirements for an ANS. Therefore, this Foreword may contain material that has 
not been subjected to public review or a consensus process. In addition, it does not contain requirements necessary for 
conformance to the Standard. 
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© 2017 NSF NSF/ANSI 37 – 2017 
 

NSF/ANSI International Standard 
for Food Equipment — 
 

Air curtains for entranceways in food  
and food service establishments 
 
 

1 General 
 

1.1 Purpose 
 
This Standard establishes minimum sanitation and performance requirements for the materials, design, 
construction, and performance of air curtains and their related components.  
 

1.2 Scope 

 
Equipment covered by this Standard includes, but is not limited to, air curtains for entranceways in food and 
food service establishments (e.g., service and customer entries, service windows, cooler and cold storage 
entries). Housing, air moving equipment, air directional regulating devices, and other appurtenances to the air 
curtain are included. 
 
This Standard does not establish equipment installation requirements. While the requirements of this Standard 
are intended to ensure that equipment may be installed in a sanitary manner, proper installation of equipment 
shall be governed by the applicable codes. 
 
Equipment components and materials covered under other NSF or NSF/ANSI Standards or Criteria shall also 
comply with the requirements therein. This Standard is not intended to restrict new unit design, provided that 
such design meets the minimum specifications described herein. 
 

1.3 Alternative materials, design, and construction 
 
While specific materials, design, and construction may be stipulated in this Standard, equipment that 
incorporates alternate materials, design, or construction may be acceptable when such equipment meets the 
applicable requirements herein. 

 

1.4 Measurement 
 
Decimal and SI conversions provided parenthetically shall be considered equivalent. Metric conversions and 
significant figure rounding have been made according to IEEE/ASTM SI 10. 
 
 

2 Normative references 
 
The following documents contain provisions that, through reference, constitute provisions of this NSF/ANSI 
Standard. At the time this Standard was balloted, the editions listed below were valid. All documents are 
subject to revision, and parties are encouraged to investigate the possibility of applying the recent editions of 
the documents indicated below. The most recent published edition of the document shall be used for undated 
references. 
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